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SITE PIPING

[SEE ST-G3040—1]

(5 PRESSURE GAUGE
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KEYED NOTES:

(1)) CONNECT SENSING LINE TO A STRAIGHT
SECTION OF PIPING, MINIMUM 10 PIPE
DIAMETERS OR 24", WHICHEVER IS
GREATER.

PROVIDE 1/2” VALVE IN BOTTOM OF
CONDENSATE LINE.

(3 3/4” BYPASS FOR INITIAL WARM—UP.
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STEAM PRV STATION DETAIL ™
N

SCALE: NONE

NOTES FOR DESIGNER:

1.

SEE SHEET 4.

(3 PLACES)
@ FIRST SHUTOFF VALVE INSIDE BUILDING.
ON STEAM SERVICE, PROTECT THE
BLDG. 1 /4” SENSING LINE, PRV SET AT E‘RPEHSOSNURE GAUGE WITH A PIGTAIL
PIPING  pPITCH DOWN [ ] PSIG :
PRV SET AT BYPASS %LYOPB)E VALVE RELIEF VALVE, SET
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